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INSULATE AROUND i
MECH. CLOSET. B

DELETE TOWEL BAR.A*\\J; A

FRAME FOR AND —F
NSTALL 3-0" BARN
DOOR.

RELOCATE TV —

COMPONENTS. MAINTAIN
STD. RECEPTACLE.

INSULATE AROUND —///2‘

MECH. CLOSET.

FRAME FOR WATERFALL —F
EDGE-SEE FRAMING AND
FINISH DETAILS BELOW.

MIRROR LIGHTING LAYOUT
AS SHOWN.

FRAME AS SHOWN FOR
FIREPLACE. INSTALL
TELEDATA SET AND

DEDICATED CIRCUIT FOR

FIREPLACE. SEE 23AESF
FOR MORE INFORMATION.
ADJUST SPRINKLER
LOCATION TO
ACCOMMODATE.
COORDINATE FINAL
PLACEMENT WITH
SUPERINTENDENT, PM, &
COORDINATOR.
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SEE FINISH; DETALL
FILLER &! SCRIBE
GRANITE TOP

DELETE CABINET
PANELS AT END OF
BAR. ENLARGE FILLER
FOR RECEPTACLE

\~—— MITERED WATERFALL

EDGE

GRANITE TOP
BASE CABINET

FRAME FOR AND INSTALL
2’—0" DOUBLE DOORS.

FRAME FOR AND INSTALL
2'-10" DOOR.
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